
Product Manual - Secondary Framing - Wall Covering

WC42A/AB, Lower Outset Girt Transition (Flush / Bypass)
WC42/AB, Lower Outset Girt Transition (Bypass / Bypass)
WC42AB/AB, Lower Outset Girt Transition (Flush / Inset)
WC42B/AB, Lower Outset Girt Transition (Inset / Bypass)
WC43A/AB, Upper Outset Girt Transition (Bypass / Flush)
WC43/AB, Upper Outset Girt Transition (Bypass / Bypass)
WC43AB/AB, Upper Outset Girt Condition (Inset / Flush)
WC43B/AB, Upper Outset Girt Transition (Bypass / Inset)
WC77/AB, Lower Outset Girt Transition
WC78/AB, Upper Outset Girt Transition
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RODUCT    ANUAL
SECONDARY FRAMING

P M

Revised 11-15-2019 (MR2019.12)

Lower Outset Girt Transition (Flush / Bypass)

Flush Upper Girt to Bypass Lower Girt Condition

WC42A/AB

To Section Index

Download the DWG file by clicking here.

5"

FPEC1-10.2

ADDED BYPASS GIRT

INSIDE CLOSURE

WALL PANEL

OUTSIDE CLOSURE

COLUMN FLANGE

WALL PANEL

FLUSH GIRT

8", 9 1/2" OR 12"

TOL_
TRIM, OUTSET LOWER

AB

WC42A
FLUSH UPPER GIRT TO BYPASS LOWER GIRT CONDITION

LOWER OUTSET GIRT TRANSITION (FLUSH / BYPASS)

OUT OF STEEL LINE

1/8 RIVET
BLIND RIVET

1'-0" O.C.

WALL MAIN FASTENER(S)

1'-0" O.C.

WALL MAIN FASTENER(S)

1'-0" O.C.

WALL TRIM FASTENER(S)
#14X3/4 

REQUIRED IF ORDERED

REQUIRED IF ORDERED

1'-0" O.C.

#12X1 1/4 (SEE NOTE)

w/ 6" INSULATION.
NOTE:  #12X2 FASTENERS

#12X1 1/4 (SEE NOTE)

(GIRTS TOED UP SHOWN/

TOED DOWN SIMILAR)

 

../../SSUB/WC42AAB.dwg


RODUCT    ANUAL
SECONDARY FRAMING

P M

Revised 11-15-2019 (MR2019.12)

Lower Outset Girt Transition (Bypass / Bypass)

Bypass Upper Girt to Bypass Lower Girt Condition

WC42/AB

To Section Index

Download the DWG file by clicking here.

FPEC1-10.2

9 1/2" OR 12"

BYPASS GIRT

BYPASS GIRT

4"

FLANGE LINE

COLUMN 

WALL PANEL

OUTSIDE CLOSURE

8" OR 9 1/2"

LOWER OUTSET TRIM

TOL_

AB

WC42
BYPASS UPPER GIRT TO BYPASS LOWER GIRT CONDITION

LOWER OUTSET GIRT TRANSITION (BYPASS / BYPASS)

WALL PANEL

INSIDE CLOSURE

OUT OF STEEL LINE

1'-0" O.C.

#12X1 1/4 (SEE NOTE)
WALL MAIN FASTENER(S)

1'-0" O.C.

#12X1 1/4 (SEE NOTE)
WALL MAIN FASTENER(S)

1'-0" O.C.

WALL TRIM FASTENER(S)
#14X3/4 

REQUIRED IF ORDERED

REQUIRED IF ORDERED

NOTE:  #12X2 FASTENERS
w/ 6" INSULATION.

1'-0" O.C.

BLIND RIVET
1/8 RIVET

(GIRTS TOED UP SHOWN/

TOED DOWN SIMILAR)

 

../../SSUB/WC42AB.dwg
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Lower Outset Girt Transition (Flush / Inset)

Flush Upper Girt to Inset Lower Girt Condition

WC42AB/AB

To Section Index

Download the DWG file by clicking here.

AB

WC42AB
FLUSH UPPER GIRT TO INSET LOWER GIRT CONDITION

LOWER OUTSET GIRT TRANSITION (FLUSH / INSET)

#12X1 1/4 (SEE NOTE)

w/ 6" INSULATION.
NOTE:  #12X2 FASTENERS

#12X1 1/4 (SEE NOTE)

1'-0" O.C.

REQUIRED IF ORDERED

REQUIRED IF ORDERED

1 1/2"

#14X3/4 
WALL TRIM FASTENER(S)

1'-0" O.C.

WALL MAIN FASTENER(S)

1'-0" O.C.

WALL MAIN FASTENER(S)

1'-0" O.C.

BLIND RIVET
1/8 RIVET

OUT OF STEEL LINE

FPEC1-10.2

4"

WALL PANEL

INSIDE CLOSURE

OUTSIDE CLOSURE

WALL PANEL

TRIM, OUTSET LOWER
TOL1

(GIRTS TOED UP SHOWN/

TOED DOWN SIMILAR)

 

../../SSUB/WC42ABAB.dwg


RODUCT    ANUAL
SECONDARY FRAMING

P M

Revised 11-15-2019 (MR2019.12)

Lower Outset Girt Transition (Inset / Bypass)

Inset Upper Girt to Bypass Lower Girt Condition

WC42B/AB

To Section Index

Download the DWG file by clicking here.

8", 9 1/2 OR 12"

BYPASS GIRT

FPEC1-10.2

WALL PANEL

OUTSIDE CLOSURE

COLUMN 

FLANGE LINE

WALL PANEL

TOL_
TRIM, OUTSET LOWER

AB

WC42B
INSET UPPER GIRT TO BYPASS LOWER GIRT CONDITION

LOWER OUTSET GIRT TRANSITION (INSET / BYPASS)

OUT OF STEEL LINE

1'-0" O.C.
#12X1 1/4  (SEE NOTE)
WALL MAIN FASTENER(S)

1'-0" O.C.

WALL TRIM FASTENER(S)
#14X3/4 

1/8 RIVET
BLIND RIVET

1'-0" O.C.
#12X1 1/4  (SEE NOTE)
WALL MAIN FASTENER(S)

INSIDE CLOSURE
REQUIRED IF ORDERED

REQUIRED IF ORDERED

1'-0" O.C.

NOTE:  #12X2 FASTENER(S) w/ 6" INSULATION

INSET GIRT

(GIRT TOED UP SHOWN/

TOED DOWN SIMILAR)

 

../../SSUB/WC42BAB.dwg


RODUCT    ANUAL
SECONDARY FRAMING

P M

Revised 11-15-2019 (MR2019.12)

Upper Outset Girt Transition (Bypass / Flush)

Bypass Upper Girt to Flush Lower Girt Condition

WC43A/AB

To Section Index

Download the DWG file by clicking here.

UPPER OUTSET GIRT TRANSITION (BYPASS / FLUSH)
BYPASS UPPER GIRT TO FLUSH LOWER GIRT CONDITION

WC43A

AB

TRIM, OUTSET

TOU_

WALL PANEL

INSIDE CLOSURE

BYPASS GIRT

FLANGE LINE

COLUMN 

OUTSIDE CLOSURE

WALL PANEL

UPPER

FPEC1-10.2

1'-0" O.C.
#12X1 1/4 (SEE NOTE)
WALL MAIN FASTENER(S)

1'-0" O.C.

WALL TRIM FASTENER(S)
#14X3/4 

1/8 RIVET
BLIND RIVET

1'-0" O.C.
#12X1 1/4 (SEE NOTE)
WALL MAIN FASTENER(S)

GA-1

STRUCTURAL FASTENER(S)
#12X1 1/4
1'-0" O.C.

REQUIRED IF ORDERED

REQUIRED IF ORDERED

1'-0" O.C.

NOTE:  #12X2 FASTENER(S) w/ 6" INSULATION

(GIRTS TOED UP SHOWN/

TOED DOWN SIMILAR)

 

../../SSUB/WC43AAB.dwg


RODUCT    ANUAL
SECONDARY FRAMING

P M

Revised 11-15-2019 (MR2019.12)

Upper Outset Girt Transition (Bypass / Bypass)

Bypass Upper Girt to Bypass Lower Girt Condition

WC43/AB

To Section Index

Download the DWG file by clicking here.

AB

WC43
BYPASS UPPER GIRT TO BYPASS LOWER GIRT CONDITION

UPPER OUTSET GIRT TRANSITION (BYPASS / BYPASS)

TRIM, OUTSET UPPER

TOU_

WALL PANEL

WALL PANEL

OUTSIDE CLOSURE

INSIDE CLOSURE

UPPER BYPASS

GA-1

LOWER BYPASS GIRT

8" OR 9 1/2"

GIRT

FPEC1-10.2
9 1/2" OR 12"

1'-0" O.C.
#12X1 1/4

STRUCTURAL FASTENER(S)

1'-0" O.C.

WALL MAIN FASTENER(S)

1'-0" O.C.

WALL TRIM FASTENER(S)
#14X3/4

1/8 RIVET
BLIND RIVET

1'-0" O.C.

WALL MAIN FASTENER(S)

REQUIRED IF ORDERED

REQUIRED IF ORDERED

1'-0" O.C.

NOTE:  #12X2 FASTENER(S)

#12X1 1/4  (SEE NOTE)

w/ 6" INSULATION

FLANGE LINE
COLUMN

#12X1 1/4  (SEE NOTE)

(GIRTS TOED UP SHOWN/

TOED DOWN SIMILAR)

 

../../SSUB/WC43AB.dwg
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SECONDARY FRAMING
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Upper Outset Girt Condition (Inset / Flush)

Inset Upper Girt to Flush Lower Girt Condition

WC43AB/AB

To Section Index

Download the DWG file by clicking here.

UPPER OUTSET GIRT TRANSITION (INSET / FLUSH)
INSET UPPER GIRT TO FLUSH LOWER GIRT CONDITION

WC43AB

AB

TRIM, OUTSET UPPER
TOU1

WALL PANEL

INSIDE CLOSURE

FLANGE LINE

COLUMN 

OUTSIDE CLOSURE

WALL PANEL

INSET GIRT FPEC1-10.2

1'-0" O.C.

WALL TRIM FASTENER(S)

#14X3/4

GA-1

1'-0" O.C.

#12X1 1/4

STRUCTURAL FASTENER(S)

1 1/2"
REQUIRED IF ORDERED

REQUIRED IF ORDERED

1/8 RIVET
BLIND RIVET

1'-0" O.C.

WALL MAIN FASTENER(S)
#12X1 1/4 (SEE NOTE)
1'-0" O.C.

WALL MAIN FASTENER(S)
#12X1 1/4 (SEE NOTE)
1'-0" O.C.

NOTE:  #12X2 FASTENER(S)

w/ 6" INSULATION

(GIRTS TOED UP SHOWN/

TOED DOWN SIMILAR)

 

../../SSUB/WC43ABAB.dwg
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SECONDARY FRAMING

P M

Revised 11-15-2019 (MR2019.12)

Upper Outset Girt Transition (Bypass / Inset)

Bypass Upper Girt to Inset Lower Girt Condition

WC43B/AB

To Section Index

Download the DWG file by clicking here.

UPPER OUTSET GIRT TRANSITION (BYPASS / INSET)
BYPASS UPPER GIRT TO INSET LOWER GIRT CONDITION

WC43B

AB

WALL PANEL

1'-0" O.C.
#12X1 1/4 (SEE NOTE)
WALL MAIN FASTENER(S)

WALL MAIN FASTENER(S)
#12X1 1/4 (SEE NOTE)
1'-0" O.C.

1'-0" O.C.

REQUIRED IF ORDERED

REQUIRED IF ORDERED

1 1/2"

STRUCTURAL FASTENER(S)
#12X1 1/4
1'-0" O.C.

BLIND RIVET
1/8 RIVET

#14X3/4
WALL TRIM FASTENER(S)

1'-0" O.C.

FPEC1-10.2

WALL PANEL

OUTSIDE CLOSURE

FLANGE LINE

COLUMN 

INSIDE CLOSURE

TOU_

OUTSET GIRT TRIM

NOTE:  #12X2 FASTENER(S) w/ 6" INSULATION

(GIRTS TOED UP SHOWN/

TOED DOWN SIMILAR)

 

../../SSUB/WC43BAB.dwg
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Lower Outset Girt Transition

WC77/AB

To Section Index

Download the DWG file by clicking here.

 

../../SSUB/WC77AB.dwg
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Upper Outset Girt Transition

WC78/AB

To Section Index

Download the DWG file by clicking here.

 

../../SSUB/WC78AB.dwg
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