Product Manual - Skylights

SKO01/BA, Skylight Side View

SKO1/SA, Skylight Installation Detail

SKO1/SAD, Skylight Installation Detail

SKO02/BA, UL90 Approved Skylight Side View

SK11/BA, Skylight Endlap at Downslope End (Detail "A")

SK12/BA, UL90 Approved Skylight Endlap at Downslope End (Detail "A")
SK16/BA, Skylight Endlap at Upslope End (Detail "C")

SK17/BA, UL90 Approved Skylight Endlap at Upslope End (Detail "C")
SK21A/BA, "Panel to Skylight" Connection at Sidelap

SK21/BA, "Skylight to Panel" Connection at Sidelap

SK22A/BA, UL90 Approved "Panel to Skylight" Connection at Sidelap
SK22/BA, UL90 Approved "Skylight to Panel" Connection at Sidelap
SK26/BA, Skylight Attachment at Intermediate Purlin (Detail "B")
SK27/BA, UL90 Approved Skylight Attachment at Intermediate Purlin (Detail "B")
SK31/BA, Skylight Fastener Layout

SK32/BA, UL90 Approved Skylight Fastener Layout

SK41/SAD, Skylight Insulation Frame Installation

SK51/BA, Skylight Insulation Trim Layout

SK52/BA, UL90 Approved Skylight Rib Reinforcement Layout
SK91/BA, Skylight Notes

SK92/BA, UL90 Approved Skylight Notes

3/8/2018




AMERICAN
BUILDINGS

A NLWCOR COMPANY

PRODUCT MANUAL

SKYLIGHTS

Skylight Side View
Long Span Il Roof
SK01/BA

LONG SPAN Il SKYLIGHT

LONG SPAN Il ROOF PANEL

LONG SPAN Il ROOF PANEL

DETAIL "A” (SK11BA)

DETAIL "B” (SK26BA)

DETAIL "C” (SK16BA)

SAFETY PRECAUTION:
PURLIN TYP. DO NOT STAND OR WALK ON FIBERGLASS
SKYLIGHT.  USE PROPERLY LOCATED
WALKBOARDS FOR FOOT TRAFFIC.

SKYLIGHT SIDE VIEW

SKO1

LONG SPAN Il ROOF

BA

Download the DWG file by clicking here.
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Skylight Installation Detail
Standing Seam Skylights
SKO1/SA

DO NOT UNDER ANY CIRCUMSTANCES STEP
‘ORWALK ON SURFACE OF FIBERGLASS
SKYLIGHT. IF FOOT TRAFFIC IS NECESSARY
‘OVER SKYLIGHT, USE WALK BOARDS THAT
AARE PROPERLY SUPPORTED BY THE

STANDING SEAM
PANEL \

BUILDING PURLINS. BUTYL CAULK
STANDING SEAM
CAULK END OF
‘ PANEL SEAM 6"
STANDING SEAM LAP STIFFENER
SKYLIGHT
88Ls1
1/4°@ HOLES (TYP. UN.)
CAULK END OF.
DIMPLE PANEL SEAM &'

BUTYL CAULK
88CK-1

BUTYL CAULK TAPE MASTIC PAD

(BOTH SIDES) 1127P

STANDING SEAM

CAULK END OF PANEL SEAM 6"
LAP STIFFENER
85Ls-1

BUTYL CAULK
SSCK-1 (SEE DETAIL "A")

CAULK END OF PANEL SEAM 6"

TAPE MASTIC PAD
1127P

PANEL

ROOF FASTENER %

#4ax1

(LOGATE IN THE HOLES IN THE SKYLIGHT
AAND THE DIMPLES IN THE STANDING
SEAM PANEL.)

< >
PITTTTH

FASTENER DETAIL AT ENDLAPS

TAPE MASTIC PAD

* PRE-DRILL ALL FASTENER
HOLES BEFORE INSTALLATION
CRITICAL NOTE:

USE EXTREME CAUTION WHEN INSTALLING FASTENERS INTO THE FIBERGLASS SKYLIGHT.
OVERTORQUING FASTENERS COULD RESULT IN SKYLIGHT FRACTURE. o

STANDING SEAM ——_|
PANEL E
8| 6
= L TAPE MASTIC PAD

STANDING SEAM I
PANEL 7 ¢ | e |
. = TAPE MASTIC PAD ‘ LAP STIFFENER
SSLS-1

|
_r \,P PURLIN (TYP.)

UP SLOPE

DOWN SLOPE

I

LAP STIFFENER
SsLs-1
SKYLIGHT INSTALLATION DETAIL SKO01
STANDING SEAM SKYLIGHTS SA

Download the DWG file by clicking here.
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Skylight Installation Detail
Standing Seam Domed Skylights
SK01/SAD

BUTYL CAULK
ROOF FASTENER
DONOT UNDER ANY CIRCUMSTANCES STEP STANDING SEAM 3 TAPEMASTIC PAD #104?(1 1:?
‘ORWALK ON SURFACE OF SKYLIGHT. PANEL
(LOCATE IN THE DIMPLES OF THE STANDING SEAM PANEL.)
(INCLUDED IN SKYLIGHT PACKAGE)
BUTYL CAULK
(BOTH SIDES) { X X I X I { ‘>
STANDING SEAM A L)é §<_,,
cLP CAULK END OF
| | PANELSEAM 6" DETALA < ‘ ‘ ‘ ‘ —
STANDING SEAM SKYLIGHT
y ggp S_TIFFENER CRITICAL NOTE: FASTENER DETAIL AT ENDLAPS
4 (INCLUDED IN SKYLIGHT PACKAGE) PRIOR TO INSTALLING LAP FASTENERS, PANEL MUST BE GLAMPED TOGETHER.
(SEE APPROPRIATE ENDLAP CLAMPING DETAILS)
1
CAULK END OF UP SLOPE
PANEL SEAM 6" STANDING SEAM — [~
DIPLE DOWN SLOPE PANEL =
BUTYL CAULK STANDING SEAM SKYLIGHT E
S5CK-1 (SEE DETAIL "A") 100 S_FDS‘K.Z- 6| 6
BUTYL CAULK T T T T ST T
{BOTH SIDES) TAPE MASTIC PAD LTAPE MASTIC PAD
1127p STANDING SEAM L
STANDING SEAM CAULK END OF PANEL SEAM 6" PME'-] AR
e TR 5 = eewmcen | L up stirene
f 81818
BUTYL CAULK \ | (NGLUDED IN SKYLIGHT PACKAGE)
SSCK-1 (SEE DETAIL"A")
CAULK END OF PANEL SEAM 6° I Jl PURLIN(TYP.) J—
LAP STIFFENE}
818
EAVE / ) 1127P SKYLIGHT INSTALLATION DETAIL SKo1
DETALA gmélf_’mﬁ SEAM STANDING SEAM DOMED SKYLIGHTS SAD

Download the DWG file by clicking here.
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UL90 Approved Skylight Side View
Long Span Il Roof
SK02/BA

LONG SPAN Il ROOF PANEL

LONG SPAN Il SKYLIGHT

LONG SPAN Il ROOF PANEL

DETAIL "A” (SK12BA)

PURLIN TYP:

UL90 APPROVED SKYLIGHT SIDE VIEW

DETAIL "B” (SK27BA)

DETAIL "C” (SK17BA)

SAFETY PRECAUTION:

DO NOT STAND OR WALK ON FIBERGLASS
SKYLIGHT. USE PROPERLY LOCATED WALKBOARDS

FOR FOOT TRAFFIC.

SKOZ

LONG SPAN Il ROOF

BA

Download the DWG file by clicking here.
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Skylight Endlap at Downslope End (Detail "A")
Long Span Il Roof
SK11/BA

| LONG SPAN Il SKYLIGHT
ROOF MAIN FASTENER(S)
(SEE FASTENER LAYOUT SK31BA)

#12x1 1/4

TAPE MASTIC
1/2 ™

LONG SPAN Il ROOF PANEL

—_—
—
————
—
——

INSIDE CLOSURE
AOLI x

INSULATION TRIM
TSIT

TRIM ANGLE

LSTAT %

ATTACH FROM TOP_ WITH
BLIND RIVET (4 PER ANGLE)
(SEE NOTE 3, SK91BA)

CUT & FOLD INSULATION

BLANKET INSULATION (SEE NOTE 2, SK91BA)

PURLIN
X PROVIDED WITH SKYLIGHT INSULATION TRIM KIT ONLY

SKYLIGHT ENDLAP AT DOWNSLOPE END (DETAIL "A7) SK11
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.
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UL90 Approved Skylight Endlap at Downslope End (Detail "A")
Long Span Il Roof
SK12/BA

LONG SPAN Il SKYLIGHT

ROOF MAIN FASTENER(S) 1”
(SEE FASTENER LAYOUT SK32BA
#12X1 1/4

TAPE MASTIC
1/2 ™

LONG SPAN Il ROOF PANEL

INSIDE CLOSURE
AOLI %

—_—
—
————
—
——

SKYLIGHT RIB
REINFORCEMENT
TSRR

TRIM ANGLE

LSTAT

ATTACH FROM TOP WITH
BLIND RIVET

1/8 RIVET, (4) PER ANGLE
(SEE  NOTE 3, SK92BA)

CUT & FOLD INSULATION
(SEE  NOTE 2, SK92BA)

X PROVIDED WITH SKYLIGHT INSULATION TRIM KIT ONLY

BLANKET INSULATION

PURLIN

UL90 APPROVED SKYLIGHT ENDLAP AT DOWNSLOPE END (DETAIL "A")| SK12
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.
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Skylight Endlap at Upslope End (Detail "C")
Long Span Il Roof
SK16/BA
4-77
. ROOF MAIN FASTENER(S)
1 /(SEE FASTENER LAYOUT SK31BA)
#12X1 1/4
TAPE MASTIC
1/2 ™ T/
LONG SPAN Il SKYLIGHT
............ R LONG SPAN Il ROOF PANEL
INSULATION TRIM
TSIT
INSIDE CLOSURE
AOLI
TRIM ANGLE
% LSTAT 2
ATTACH FROM TOP WITH /=0 OO
BLIND RIVET (4 PER ANGLE)
(SEE NOTE 3, SK91BA)
BLANKET INSULATION
CUT & FOLD INSULATION PURLIN
(SEE NOTE 2, SK91BA)
* PROVIDED WITH SKYLIGHT INSULATION TRIM KIT ONLY
SKYLIGHT ENDLAP AT UPSLOPE END (DETAIL "C”) SK16
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.
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UL90 Approved Skylight Endlap at Upslope End (Detail "C")
Long Span Il Roof
SK17/BA

ROOF MAIN FASTENER(S)
/ SEE FASTENER LAYOUT SK32BA)
12X1 1/4
TAPE MASTIC
1/2 ™

LONG SPAN II' SKYLIGHT

....... i LONG SPAN Il ROOF PANEL

SKYLIGHT RIB
REINFORCEMENT
TSRR

TRIM ANGLE
X LSTAT o

ATIACH FROM TOP WitH 7} TESela0s
BLIND RIVET

1/8 RIVET, (4) PER ANGLE

(SEE  NOTE 3, SK92BA) BLANKET INSULATION

CUT & FOLD INSULATION

PURLIN
(SEE NOTE 2, SK92BA)

X PROVIDED WITH SKYLIGHT INSULATION TRIM KIT ONLY

UL90 APPROVED SKYLIGHT ENDLAP AT UPSLOPE END (DETAIL "C") | SK17
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.
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"Panel to Skylight" Connection at Sidelap
Long Span Il Roof
SK21A/BA

ROOF STITCH FASTENER(S)
14X3 /4
1’#—6" o/c. ¢ RIB
|
\
|

LONG SPAN Il ROOF PANEL

TAPE MASTIC

/2 ™ SKYLIGHT INSULATION TRIM
TSIT

REQUIRED ALWAYS
LONG SPAN Il SKYLIGHT

.
)

SAFETY PRECAUTION:
ALWAYS WEAR OSHA APPROVED EYE
PROTECTION WHEN OPERATING DRILLS
OR ELECTRIC SCREW GUNS.

"PANEL TO SKYLIGHT” CONNECTION AT SIDELAP SKZ2TA
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.

To Section Index

Issued 9/28/2016


../../SSUB/SK21ABA.dwg

AMERICAN
BUILDINGS

A NLWCOR COMPANY

PRODUCT MANUAL

SKYLIGHTS

"Skylight to Panel" Connection at Sidelap
Long Span Il Roof
SK21/BA

LONG SPAN Il ROOF PANEL

SKYLIGHT INSULATION TRIM

TSIT

PROVIDED WITH SKYLIGHT

INSULATION TRIM KIT ONLY T
(SEE NOTE 3,SK91BA)

ROOF STITCH FASTENER(S)
#14%3/4
1"—6” 0.C.

TAPE MASTIC
1/2 ™

LONG SPAN Il SKYLIGHT

SAFETY PRECAUTION:

ALWAYS WEAR OSHA APPROVED EYE
PROTECTION WHEN OPERATING DRILLS
OR ELECTRIC SCREW GUNS.

"SKYLIGHT TO PANEL” CONNECTION AT SIDELAP

SK21

LONG SPAN Il ROOF

BA

Download the DWG file by clicking here.
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UL90 Approved "Panel to Skylight" Connection at Sidelap
Long Span Il Roof
SK22A/BA
ROOF MAIN FASTENER(S)
#12x1 1/4 LONG SPAN Il
1'—-67 0.C. ROOF PANEL
REINFORCEMENT
TAPE MASTIC
LONG SPAN lI

SKYLIGHT

SAFETY PRECAUTION:
ALWAYS WEAR OSHA APPROVED EYE
PROTECTION WHEN OPERATING DRILLS
OR ELECTRIC SCREW GUNS.

UL90 APPROVED "PANEL TO SKYLIGHT™ CONNECTION AT SIDELAP | SK22A
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.
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UL90 Approved "Skylight to Panel" Connection at Sidelap
Long Span Il Roof

SK22/BA

ROOF MAIN FASTENER(S)
#12X1 1/4
1"—6” 0.C.

LONG SPAN IlI ¢ RIB

ROOF PANEL |

SKYLIGHT RIB TAPE MASTIC

REINFORCEMENT 1/2 T™
TSRR

LONG SPAN Il SKYLIGHT

SAFETY PRECAUTION:

ALWAYS WEAR OSHA APPROVED EYE
PROTECTION WHEN OPERATING DRILLS
OR ELECTRIC SCREW GUNS.

UL90 APPROVED "SKYLIGHT TO PANEL”™ CONNECTION AT SIDELAP | SK22
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.
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Skylight Attachment at Intermediate Purlin (Detail "B")
Long Span Il Roof
SK26/BA

LONG SPAN Il SKYLIGHT

ROOF MAIN FASTENER(S)
#12X1 1/4

(SEE MID—SPAN FASTENER LAYOUT, SK31BA)

SKYLIGHT ATTACHMENT AT INTERMEDIATE PURLIN (DETAIL "B”)

SKZ26

LONG SPAN Il ROOF

BA

Download the DWG file by clicking here.
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UL90 Approved Skylight Attachment at Intermediate Purlin (Detail "B")
Long Span Il Roof
SK27/BA

ROOF MAIN FASTENER(S)

#12X1 1/4
LONG SPAN IIl SKYLIGHT

PURLIN

(SEE FASTENER LAYOUT SK32BA)

UL90 APPROVED SKYLIGHT ATTACHMENT AT INTERMEDIATE PURLIN (DETAIL "B”)

SK27/

LONG SPAN Il ROOF

BA

Download the DWG file by clicking here.
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Skylight Fastener Layout
Long Span Il Roof
SK31/BA

MAJOR RIB

ROOF MAIN FASTENER(S)
#12X1 1/4
LONG SPAN Il SKYLIGHT

SK21BA
SK21ABA

CRITICAL NOTE:

USE EXTREME CAUTION WHEN INSTALLING FASTENERS INTO THE FIBERGLASS SKYLIGHT.
OVERTORQUING FASTENERS COULD RESULT IN SKYLIGHT FRACTURE.

SKYLIGHT FASTENER LAYOUTS SKJT
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.
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UL90 Approved Skylight Fastener Layout
Long Span Il Roof
SK32/BA

ROOF MAIN FASTENER(S) (TYP) MAJOR RIB
12X1 1 /4

(9) AT PANEL FLAT

LONG SPAN Il SKYLIGHT

SK22BA
SK22ABA

CRITICAL NOTE:

USE EXTREME CAUTION WHEN INSTALLING FASTENERS INTO THE FIBERGLASS SKYLIGHT.
OVERTORQUING FASTENERS COULD RESULT IN SKYLIGHT FRACTURE.

UL9O0 APPROVED SKYLIGHT FASTENER LAYOUTS SKS2
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.
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Skylight Insulation Frame Installation
Standing Seam Skylights
SK41/SAD

DONOTLNDER AY CREUNTANCES STER
ORWALK N BURFAGE OF YL,
waoE T
DOWNSLOPE STANDING SEAM PANEL 7 UPSLOPE -
STANDING SEAM
11 L) 11 PANEL
1]
I L I 'STANDING SEAM SKYLIGHT LKA
gyl
- | —
T —— —
I | —
_— -/ THERMAL BLOCK (TYF)
--__'___| | /‘I = | | o Ll (F REQURED)
Sl ———
— ——| —
STANDING SEAM PANEL PURLINETYP) BLANKET I
‘SKYLIGHT INSULATION FRAVE INSULATION % THERMAL BLOCK BLANKET
{SEE BELOW) (IF REQUIRED) INSULATION
SKYLIGHT INSULATION FRAME
AT THIS POINT CUT THROUGH
FIBERGLASS INSULATION BT
NOT VINYL FACING, USE SKYLIGHT
'SKYLIGHT INSULATION FRAME FRAMEAS AGUIDE.
NOTE: STANDING DITFY SKYLIGHT NSULATION FRAME
SKYLIGHT OIS e AT_THS _POINT DSITF!
AND OFTIONAL ON ALL NON LL0 ROOFS. [
INSLLATIONAND
VINVL  FAGING
# THERMAL BLOCK # THERMAL BLOEK
PULL (IF REQURED)
[ PUSH ﬁ STRIP FIBERGLASS FROM FACNG AND
—_ - FOLD VINYL FACING QVER SKYLIGHT
‘SKYLIGHT INSULATION FRAME (FOLDED) PURLIN INSULATION FRAME. BLANKET INSULATION
STRUCTURAL FASTENER
#2X1 14 SDAH
CLINCH ANGLE (TYP) BETWEEN FURLN 87/
STANDING SEAM T @
PANELCLP
SKYLIGHT INSLLATION FRAME
STANDING SEAM DSITF!
 THERMAL BLOCK VINYL FAGING * THERMAL BLOCK
(IF REQUIRED) \ (F REQURED]
L BKYLIGHT INSULATION FRAME {EXPANDED)
BLANKET INSULATION /% 'BLANKET INSULATION
PURLIN
* IF THERMAL BLOCKS ARE REQUIRED, CUT A SMALL 1 /7" FIECE FOR USE AT INTERMEDIATE PURLIN
TOALLOW INSUILATION FRAME (DSITF) TO LAY UPON.
IGTURAL FASTENER-
#12X1 14 SDFH
(@) PER CLINCH STRAP
CLINCH STRAP
BLANKET INSULATION
SKYLIGHT INSLLATION FRAME.
1 oe
THE PANEL
CcuP. 0 PROTECT
g INSULATION FRAME.
T A, A 2 CUT INSULATION TOTHE VINYL FAGING USING THE FRAME AS A GALGE (DO NOT
PURLN CUT FACING AT THIS POINT). STRIP BACK THE INSULATION FROM THE FACING
TO THE POINTS INDICATED IN DETAIL. CUT THROUGH THE VINYL FACING AS
VNYLTAB
‘CLT AND STRIP INSULATION TO VINYL FACING FOLD
/ANGLE, CA1 WITH FASTENERS INDICATED. NEXT FOLD FACING OVER DOWNSLOPE
IRAL FASTENER PORTION AND UPSLOPE PORTION OF FRAME AND INSTALL CLINCH STRAP, (C81)
#12X1 14 SDHH AS SHOWN IN DETAIL. COVER EXPOSED CORNERS OF FIBERGLASS INSULATION
{2) PER CLINCH STRAP AT 'WITH VINYL PATCHING TAPE.
OF HIGH RIB SKYLIGHTINSULATION FRAVE
DSITFY 4, CONTINUE INSTALLING 8KYLIGHT AS SHOWN.
CLINCH STRAP
w1
‘THERMAL BLOCK
(IFREQURED) )
lfiz—l\
CUT THROUGH VINYL FACING
BLANKET INSULATION CUT INSULATION TO VINYL FACING
SKYLIGHT INSULATION FRAME INSTALLATION SKka1
'STANDING SEAM SKYLIGHTS

Download the DWG file by clicking here.
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Skylight Insulation Trim Lyout
Long Span Il Roof
SK51/BA

SAFETY PRECAUTION:

DO NOT_STAND OR WALK ON FIBERGLASS
SKYLIGHT. USE PROPERLY LOCATED
WALKBOARDS FOR FOOT TRAFFIC.

SKYLIGHT INSULATION TRIM (OPTIONAL)
¢ RIB SK21BA
3»
\0,,
CRpy INSULATION TRIM ANGLE
Cy € RIB LSTAI
B

N N
NG N

\.\ :
SKYLIGHT INSULATION TRV
PURLIN (TYP.) REQUIRED ALWAYS (SEE SK21ABA)
INSULATION TRIM ANGLE

LSTA1

PANELS AND INSULATION
OMITTED FOR CLARITY.

SKYLIGHT INSULATION TRIM LAYOUT SKST
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.

To Section Index
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UL90 Approved Skylight Rib Reinforcement Layout
Long Span Il Roof
SK52/BA

SAFETY PRECAUTION:
DO NOT STAND OR WALK ON FIBERGLASS

SKYLIGHT. USE PROPERLY LOCATED WALKBOARDS
FOR FOOT TRAFFIC.

SKYLIGHT RIB REINFORCEMENT

¢ TSRR
RIB
‘3’\0,, INSULATION TRIM ANGLE
LSTA1

S S
“ r J

SKYLIGHT RIB REINFORCEMENT
TSRR

INSULATION TRIM ANGLE
LSTAT

PURLIN (TYP.)

PANELS AND INSULATION
OMITTED FOR CLARITY.

UL90 APPROVED SKYLIGHT RIB REINFORCEMENT LAYOUT SK52
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.
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Skylight Notes
Long Span Il Roof
SK91/BA
NOTES
1. DO NOT STAND OR WALK ON FIBERGLASS SKYLIGHT. USE PROPERLY LOCATED
WALKBOARDS FOR FOOT TRAFFIC.
2. COVER EXPOSED EDGES OF INSULATION WITH VINYL PATCHING TAPE.
3. TRIM ANGLE LSTAT AND "SKYLIGHT TO PANEL” SIDELAP INSULATION TRIM TSIT
NOT REQUIRED ON BUILDINGS WITHOUT INSULATION.
4. SKYLIGHT INSULATION TRIM TSIT MAY REQUIRE FIELD TRIMMING.
5. DO NOT LAP SKYLIGHTS END TO END OR SIDE BY SIDE.
6. DO NOT INSTALL ADJACENT TO THE EAVE, RAKE OR RIDGE.
7. A METAL PANEL IS REQUIRED A MINIMUM OF TWO (2) PURLIN SPACINGS
BETWEEN ENDS OF MULTIPLE SKYLIGHTS.
8. PRE-DRILL ALL FASTENER HOLES BEFORE INSTALLATION.
SKYLIGHT NOTES SK91
LONG SPAN Il ROOF BA

Download the DWG file by clicking here.
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UL90 Approved Skylight Notes
Long Span Il Roof
SK92/BA

DETAILS SHOWN ARE FOR UL CLASS 90 RATED SKYLIGHT INSTALLATION ONLY.
SEE STANDARD SKYLIGHT INSTALLATION DETAILS.

NOTES:

2. COVER EXPOSED EDGES OF INSULATION WITH VINYL PATCHING TAPE.
4. SKYLIGHT RIB REINFORCEMENT TSRR MAY REQUIRE FIELD TRIMMING.
5. DO NOT LAP SKYLIGHTS END TO END OR SIDE BY SIDE.

6. DO NOT INSTALL ADJACENT TO THE EAVE, RAKE OR RIDGE.

8. PRE-DRILL ALL FASTENER HOLES BEFORE INSTALLATION.

UL90 APPROVED SKYLIGHT NOTES

3. TRIM ANGLE LSTAT NOT REQUIRED ON BUILDINGS WITHOUT INSULATION.

1. DO NOT STAND OR WALK ON FIBERGLASS SKYLIGHT. USE PROPERLY LOCATED WALKBOARDS FOR FOOT TRAFFIC.

7. A METAL PANEL IS REQUIRED A MINIMUM OF TWO (2) PURLIN SPACINGS BETWEEN ENDS OF MULTIPLE SKYLIGHTS.

SK9?2

LONG SPAN Il ROOF

BA

Download the DWG file by clicking here.
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